STATEMENT OF ENERGY PERFORMANCE

Capitol Campus Date: 8/10/2018
6th and Roberts Year Built: 1899
Helena MT 59620

Baseline: 2012 12/31/2013 Current:
Energy Date: 12/31/2007 12/31/2012 12/31/2013 12/31/2017
Energy Star Score: N/A N/A N/A N/A
Gross Floor Area: 341,880 341,880 341,880 341,880 Sq. Ft.
Heating Degree Days 6,778 7,046 7,351 7,862
Cooling Degree Days 730 517 579 731
Reported Annual Energy Use:
Site Energy Use: 37792.03 26354.00 28490.17 27040.43 MBTU
Site EUL: 110,542 77,086 83,334 79,093 BTU/ft?
Electricity: 6,365,352 3,867,201 3,752,511 3,470,885 kWh
Max Electric Demand: 0 0 0 0 kW
Natural Gas: 160,734 131,591 156,866 151,978 Therms
Reported Annual Energy Cost:
Electricity Cost: $520,861 $358,843 $363,450 $360,503
Electric Demand Cost: $0 $0 $0 $0
Natural Gas Cost: $158,168 $81,069 $83,122 $62,353
Energy Cost/ft* $1.986 $1.287 $1.306 $1.237
Weather Normalized Energy Use:
Site Energy Use: 39144.00 27221.47 28806.17 26532.26 MBTU
Site EUL: 114,496 79,623 84,258 77,607 BTU/ft?
Electricity: 6,333,537 3,867,201 3,729,957 3,470,885 kWh
Natural Gas: 175,340 140,266 160,796 146,896 Therms
National Median Energy Use:
Site Energy Use: 22484.80 24143.76 25444.45 25754.05 MBTU
Site EUL: 65,768 70,621 74,425 75,331 BTU/ft?
Annual Greenhouse Gas Emissions (Metric Tons CO2 equivalent):
Direct Emissions: 853.7 698.9 833.2 807.2
Indirect Emissions: 2637.2 1602.2 1554.7 1438
Total Emissions: 3490.9 2301.1 2387.9 2245.2
National Median Annual Greenhouse Gas Emissions (Metric Tons CO2 equivalent):
Total Emissions: 2077 2108.2 2132.6 2138.4
% Difference from National Median:
Site EUL: 68.08 9.15 11.97 4.99
Total Emissions: 68.10 9.15 11.97 4.99
Adjusted Energy Based on Current Year:
Site Energy Use: N/A N/A N/A N/A MBTU
Site EUI: N/A N/A N/A N/A BTU/ft®
% Difference Adjusted Site Energy Use
2012 to Baseline N/A
2013 to Baseline N/A
Current to Baseline N/A

Current to 2013 N/A



